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LIGHTING RELAY PANEL SCHEDULE LIGHTING RELAY PANEL SCHEDULE LIGHTING RELAY PANEL SCHEDULE LIGHTING RELAY PANEL SCHEDULE
PANEL NAME: RB PANEL NAME: RG PANEL NAME: R1 PANEL NAME: R2
LOCATION: BA102—SWITCHGEAR RM. BASEMENT LOCATION:  GA120—ELEC. CLOSET GROUND FLOOR LOCATION:  1A123—ELEC. CLOSET FIRST FLOOR LOCATION:  2A123—ELEC. CLOSET SECOND FLOOR
RELAY |PANEL & RELAY [PANEL & RELAY [PANEL & RELAY [PANEL &
4 CCT# DESCRIPTION 4 CCT# DESCRIPTION 4 CCT# DESCRIPTION 4 CCT# DESCRIPTION
1 BHA-1 ELECTRICAL ROOM (NORMAL) 1 GHA-1 WOMEN’S TOILET 1 THA-1 WOMEN’S TOILET 1 2HA-1 WOMEN’S TOILET
2 |BHA-T ELECTRICAL ROOM (EMERGENCY) 2  |GHA-1 JAN. CLOSET 2 [1HA-1 JAN CLOSET 2 |2HA-1 JAN CLOSET
3 |BHA-1 TELECOM ROOM 3 |GHA-1 MEN’S TOILET 3 [1HA-1 MEN’S TOILET 3 |2HA-1 MEN’S TOILET
4  |BHA-3 MECHANICAL ROOM 4  |GHA-1 LOBBY 4 [1HA-1 OPEN AREA 4 |2HAA OPEN AREA
5  |BHA-5 MECHANICAL ROOM S  |GHA-1 VESTIBULE S [1THA-T OPEN AREA S  |2HAA OPEN AREA
6 |BHA-5 FIRE PUMP ROOM 6 |GHA-1 WAITING 6 |THA-1 OPEN AREA 6 |2HA-1 OPEN AREA
7  |BHA-5 ELEV. MACH. ROOM 7  |GHA-3 AISLEWAY 7 [1HA-3 OPEN AREA 7 |2HA-S OPEN AREA
8 |BHA-3 FLEVATOR LOBBY 8 |GHA-3 BLOOD DRAW 8 [1HA-3 OFFICE 8 |2HA-S OFFICE
9 |LSBHA-7 |SITE POLES 9 |GHA-3 PASSAGE 9 |1HA-S OFFICE 9 |2HA-S OFFICE
10 |LSBHA-9 |SITE POLES 10 |GHA-3 EXAM 10 SPARE 10 SPARE
11 |LSBHA-11 |SITE POLES 11 |GHA-3 EXAM 11 [1HA-3 INTERACTIVE AREA 11 |2HA-3 INTERACTIVE AREA
12 |LSBHA-13 |SITE POLES 12 |GHA-3 EXAM 12 |1THA-3 OFFICE 12 |2HA-S OFFICE
13 |LSBHA-15 |SITE BOLLARDS 13 |GHA-3 EXAM 13 [1HA-3 CONFERENCE ROOM 13 |2HA-3 CONFERENCE ROOM
14 SPARE 14 |GHA-7 CONF. ROOM 14 [1HA-3 OFFICE 14 |2HA-3 OFFICE
15 SPARE 15 |GHA-5 CLINICAL TRIALS 15  |[1HA-3 OFFICE 15  [2HA-3 OFFICE
16 SPARE 16 |GHA-5 CLINICAL TRIALS 16 [1HA-3 OFFICE 16 [2HA-3 OFFICE
17 SPARE 17 |GHA-5 WORK AREA 17 |1HA-3 OFFICE 17 |2HA-3 OFFICE
18 SPARE 18 |GHA-2 OPEN AREA/WORK AREA 18 [1HA-3 OFFICE 18 [2HA-3 OFFICE
19 SPARE 19 |GHA-2 OPEN AREA 19 |1THA-5 |AISLEWAY 19 |2HA-5 |AISLEWAY
20 SPARE 20 |GHA-2 OFFICE 20 |1HA-5 |OPEN AREA 20 [2HA-5 |OPEN AREA
21 SPARE 21  |GHA-2 OFFICE 21 |1THA-7  |AISLEWAY COVE 21 [|2HA-7 |AISLEWAY COVE
22 SPARE 22 |GHA-2 STAFF LOUNGE 22 |1HA-9 |OFFICE 22 [2HA-9 |OFFICE
23 SPARE 23 |GHA-9 |AISLEWAY COVE 23 |1HA-9 |OFFICE 23 [2HA-9 |OFFICE
24 SPARE 24 |GHA—11 |AISLEWAY 24 |1THA-9 |OFFICE 24 |2HA-9 |OFFICE
25 SPARE 25 |[GHA—4 |OPEN AREA 25 |1HA-9 |OFFICE 25 |[2HA-9 |OFFICE
26 SPARE 26 |[GHA-6 |OFFICE 26 |1THA-9 |OFFICE 26 [2HA-9 |OFFICE
27 SPARE 27 |GHA—-6 |OFFICE 27 |1THA-9 |OFFICE 27 [2HA-9 |OFFICE
28 SPARE 28 |[GHA-6 |OFFICE 28 |1HA-9 |OFFICE 28 [2HA-9 |OFFICE
29 SPARE 29 |[GHA-6 |OFFICE 29 [1HA-9 |OFFICE 29 [2HA-9 |OFFICE
30 SPARE 30 |GHA-6 |OFFICE 30 |1THA-9 |OFFICE 30 |2HA-9 |OFFICE
NOTE: 31 |GHA-6 |OFFICE 31 |THA-9 |OFFICE 31 |2HA-9 |OFFICE
52_Jomco_Jorre 52_Jics_Jorre 52 famcs_Jorree
PROVIDED, CONTRACTOR SHALL PROVIDE AN ADDITIONAL LINKED 55 |CHA-6 |OFFICE 55 |THA=9 JOFFICE 55 |2HA=9 |OFFICE
PANEL TO ACCOMMODATE NE CIRCUITS. 34 |GHA—-6 |OFFICE 34 |THA-9 |OFFICE 34 |2HA—-9 |OFFICE
35 |GHA-6 |OFFICE 35 |1THA-9 |OFFICE 35 |2HA-9 |OFFICE
36 |GHA—-6 |OFFICE 36 |1THA-9 |OFFICE 36 |2HA-9 |OFFICE
37 |GHA-6 |OFFICE 37 |1THA-9 |OFFICE 37 |2HA-9 |OFFICE
38 |GHA—-6 |OFFICE 38 |1THA-9 |OFFICE 38 |2HA-9 |OFFICE
39 |GHA-6 |OFFICE 39 |1HA-9 |OFFICE 39 |2HA-9 |OFFICE
40 |GHA-6 |ELEVATOR LOBBY 40 |1HA-9 |OFFICE 40 |[2HA-9 |OFFICE
41 |GHA—-8 |OPEN AREA 41 |1THA-9 |OFFICE 41 [2HA-9 |OFFICE
42 |GHA-10  |EXTERIOR BUILDING 42 |1HA-11 |OPEN OFFICE 42 [2HA-11 |OPEN OFFICE
43 |GHA—-12 |CANOPY 45 |1HA-11 |OPEN OFFICE 45 [2HA-11 |OPEN OFFICE
44 |GHA—12 |CANOPY 44  |1THA-11 |OFFICE 44 |2HA-11 |OFFICE
45 SPARE 45 |1HA-11 |OFFICE 45 [2HA-11 |[OFFICE
46 SPARE 46 |1THA-11 |LOUNGE 46 [2HA-11 [LOUNGE
47 SPARE 47 |1HA-2 |PENTHOUSE 47 |2HA-2 |PENTHOUSE
48 SPARE 48 |1HA—4 |ELEVATOR LOBBY 48 SPARE
49 SPARE 49 SPARE 49 SPARE
50 SPARE 50 SPARE 50 |2HA-8 |ROOM ELEV. LOBBY
51 SPARE 51 SPARE 51 |2HA-8 |ELEV. MACH. ROOM
52 SPARE 52 SPARE 52 SPARE
“ 53 SPARE 53 SPARE 53 SPARE
54 SPARE 54 SPARE 54 SPARE
55 SPARE 55 SPARE 55 SPARE
56 SPARE 56 SPARE 56 SPARE
57 SPARE 57 SPARE 57 SPARE
58 SPARE 58 SPARE 58 SPARE
59 SPARE 59 SPARE 59 SPARE
60 SPARE 60 SPARE 60 SPARE
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